
10301 Woodruff Avenue
Downey, CA 90242

Year Constructed
Year Modernized

Grade Levels
Enrollment (13/14)

Total No. Bungalows
Total No. Permanent Classrooms

1955
2001

6th-8th

1,417

16
35

CAMPUS DESCRIPTION

The Doty Middle School site is located in a 
predominantly residential neighborhood, with 2 and 
4-lane collector streets on the predominant sides of the 
site.   The campus is a 1950’s era facility comprised 
of an Administration building, Multi-purpose Room, (2) 
locker rooms buildings and (8) bar-type Classroom 
buildings with covered walkways, original to the 
campus.  Multiple portable classroom buildings, 
have been added to the campus.  Site parking is 
provided in (1) shared surface lot. The most recent 
campus improvements occurred 12+ years ago with 
improvements to the restrooms, casework, ceilings 
and interior finishes. 

CONDITION ASSESSMENT

Assessment of Buildings

•	 Approximately 35% of classrooms are 
housed in portable structures which are in 
poor/fair condition.

•	 Permanent buildings are generally in poor/
fair condition.

•	 Roofing was not included in assessment, 
however, condition was said to be poor/fair 
and  interior water damage was evident.

•	 Exterior metal flashings are in fair condition.
•	 Exterior plaster finish is in fair condition.
•	 Roof overhangs/soffits and adjacent 

covered walkways are in poor/fair condition.
•	 Exterior doors and frames are in fair 

condition. 
•	 Exterior windows are in poor/fair condition.
•	 Interior wall finishes are in fair condition.
•	 Interior acoustical tile ceilings are in fair 

condition.
•	 Interior case work is generally in fair 

condition.

•	 Tackable wall surfaces are in fair condition.
•	 White boards are in fair condition.
•	 Carpet/flooring is in poor/fair condition.
•	 Hand-washing sinks and casework are in 

fair condition.
•	 Health care suite is undersized.
•	 Doors, hardware, and thresholds are 

generally in fair condition and appear to be 
ADA compliant.

•	 ADA-related compliance issues are 
confined mostly to restrooms, however, 
additional barrier/clearance issues were 
observed.

•	 Accessible lift at MPR was observed.
•	 An assistive listening system was not 

observed at the MPR.
•	 Drinking fountain is needed in MPR.
•	 Seating in MPR is not adequate.
•	 Kitchen and equipment appears to be in 

good operating condition with adequate 
storage.

Assessment of Major Utility Systems

•	 Technology infrastructure needs to be 
updated to meet Common Core Standards.

•	 Wi-Fi appears to be provided. Infrastructure 
supporting Apple TV is needed.  

•	 Classroom HVAC systems are primarily 
wall-mounted Bard , Sun and Eubank units, 
which create acoustic concerns in adjacent 
site areas. 

•	 Band rooms include Carrier split system 
HVAC units.

•	 HVAC units are a mostly gas-fired units. 
•	 Most HVAC units are controlled by District 

EMS.
•	 HVAC units are approximately 13 years old 

and beyond the end of their useful life.
•	 Controllability and zoning of systems is 

generally limited, contributing to occupant 
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DOTY MIDDLE SCHOOL
CONDITION ASSESSMENT
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